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LIGHTING, TYPICAL.

ES01-01

ELECTRICAL SITE PLAN

ELECTRICAL SITE GENERAL NOTES

1. CONTRACTORS AND SUBCONTRACTORS SHALL VERIFY LOCATION, CONDUCT TEST
AND INSPECTIONS, COORDINATE WITH UTILITIES, OWNER'S REPRESENTATIVES, AND
CHECK FOR ALL UNDERGROUND UTILITIES AND LINES BEFORE DITCHING TAKES
PLACE.  CONTRACTOR AND SUBCONTRACTORS PERFORMING THESE DUTIES SHALL
BE RESPONSIBLE FOR ANY REPAIRS OF CUT OR DAMAGED LINES AND UTILITIES NOT
SHOWN ON PLANS.

2. PROVIDE SEPARATE CONTACTORS FOR INDEPENDENT CONTROL OF THE
FOLLOWING:

WALL PACKS
SOFFIT LIGHTS
FLAG POLE LIGHTS
WALKWAY LIGHTS
PARKING LOT LIGHTS DESIGNATED AS SECURITY LIGHTS
EACH INDIVIDUAL PARKING LOT

(SOME NOTES MAY NOT BE USED)

A4 ELECTRICAL PHASE 2 SITE PLAN
1"=100'-0"
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MARK ISSUE DATE

AND NEW WORK REQUIRED FOR INSTALLATION OF A COMPLETE AND 
WORKING SYSTEM.

SUBMISSION OF BID WILL BE CONSIDERED ACKNOWLEDGMENT THAT THE
CONTRACTOR HAS VISITED THE SITE AND HAS VERIFIED ALL EXISTING JOB
CONDITIONS AND INCLUDED ANY NECESSARY MODIFICATION TO EXISTING 
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CONSULTANTS

STRUCTURAL

CIVIL

MEP

GENERAL CONTRACTOR

LANDSCAPING

FOOD SERVICE

L.A. FUESS PARTNERS, INC.

RLK ENGINEERING, INC.
111 WEST MAIN STREET

ALLEN, TEXAS 75013

3333 LEE PARKWAY, SUITE 300
DALLAS, TEXAS 75219

ESTES, MCCLURE & ASSOCIATES, INC.
3608 WEST WAY

TYLER, TEXAS 75703

MOYE CONSULTING
1255 CORPORATE DRIVE, SUITE 100

IRVING, TEXAS 75038

NORTHSTAR BUILDERS GROUP
270 NORTH DENTON TAP ROAD, SUITE 250

COPPELL, TEXAS 75019

SMR LANDSCAPE ARCHITECTS, INC.
1708 NORTH GRIFFIN STREET

DALLAS, TEXAS 75202

JMK FOODSERVICE CONSULTING & DESIGN
3431 LAKEVIEW PARKWAY, SUITE 205

ROWLETT, TEXAS 75088

TECHNOLOGY

2218 BRYAN STREET
SUITE 200

DALLAS, TEXAS 75201
t 214.283.8700
f 214.283.8701

www.perkinswill.com

5646 MILTON STREET
SUITE 426

DALLAS, TEXAS 75201
t 469.930.7655

www.glenn-partners.com
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ELECTRICAL SITE PLAN NOTES

EXISTING UTILITY TRANSFORMER TO BE REMOVED AND REPLACED.  COORDINATE WITH
UTILITY PROVIDER FOR MORE INFORMATION.

PROVIDE AND ROUTE UNDERGROUND SERVICE CONDUCTORS FROM UTILITY
TRANSFORMER LOAD SIDE TO PANEL ADP.  REFER TO RISER DIAGRAM FOR MORE
INFORMATION.

PROVIDE AND ROUTE UNDERGROUND CONDUCTORS FROM GENERATOR TO ATS LOCATED
IN SHELTER CONTROL ROOM A140.  REFER TO RISER DIAGRAM FOR MORE INFORMATION.

BORE UNDER OR SAW-CUT.  PATCH TO MATCH EXISTING.

GENERATOR TO BE ORIENTED WITH RADIATOR FACING PLAN WEST.

OUTLET TO BE INSTALLED 18" A.F.F.  INSIDE OF ENCLOSURE THAT HOUSES GENERATOR.

(SOME NOTES MAY NOT BE USED)

C5

C6

NEW PARKING LOT AND WALKWAY LUMINAIRES ARE SIMILAR TO EXISTING LUMINAIRES.
NEW PARKING LOT AND WALKWAY POLES ARE DARK BRONZE LIKE THE EXISTING POLES.
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